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FOUNDATION NOTES

GENERAL NOTES

|. THE SOIL BEARING PRESSURE WAS VERIFIED TO BE A MIN. OF 2000 P.SF.

IF THE SOIL ENCOUNTRED DOES NOT INDICATE A MIN. SOIL
BEARING PRESSURE OF 2,000 PSE NOTIFY THE ARCHITECT
AT 262/409-2530.

2. IF ANY EXISTING SERVICE LINES, UTILITIES, AND UTILITY

STRUCTURES WHICH ARE TO REMAIN IN SERVICE ARE UNCOVERED

OR ENCOUNTERED DURING CONSTRUCTION, THEY SHALL BE
SAFEGUARDED, PROTECTED FROM DAMAGE AND SUPPORTED IF
NECESSARY.

3. THE CONTRACTOR SHALL NOTIFY THE ARCHITECT IN THE EVENT
ANY EXISTING UTILITIES, UTILITY STRUCTURES OR ANY
OBSTRUCTION INTERFERES WITH THE PROPER INSTALLATION
OF THE FOUNDATION WORK.

4. THE CONTRACTOR SHALL REMOVE AT HIS EXPENSE FROM THE
SITE, ALL TOPSOIL, UNSUITABLE, AND OBSTRUCTIONS AS

REQUIRED BY THE TESTING LABORATORY AND REPLACE IT WITH

COMPACTED (46% MODIFIED PROCTOR) GRANULAR FILL.

IN AREAS WHERE THE BEARING CAPACITY OF SOIL AT DESIEN
ELEVATION IS LESS THAN THE DESIGN BEARING CAPACITY, THE
CONTRACTOR SHALL REMOVE THE UNSUITABLE MATERIAL AND
REPLACE IT WITH THE ENGINEERED FILL UP TO THE DESIEN
ELEVATION.

FILL SHALL BE GRANULAR AND COMPACTED TO A MINIMUM OF 948%
MAXIMUM DENSITY (ASTM DIS57-T0, MODIFIED PROCTOR).

THE SOIL BEARING CAPACITY AT EACH FOOTING SHALL BE CHECKED
AND APPROVED BY THE TESTING LABORATORY.

CONCRETE FOR ANY FOOTING SHALL NOT BE POURED ON FROZEN
GROUND OR WHEN WATER 1S PRESENT.

THE CONTRACTOR SHALL PROVIDE WELL POINTS TO ADEQUATELY
LOWER THE GROUND WATER LEVEL AND MAINTAIN THEM AS LONG
AS THEY ARE REQUIRED DURING CONSTRUCTION.

PROVIDE 3" CLEAR COVER AROUND ALL STEEL REINFORCING
IN FOUNDATION.

TO OBTAIN LOCATIONS OF
PARTICIPANTS UNDERGROUND
FACILITIES BEFORE YOU

DI& IN WISCONSIN

CALL DIGGERS HOTLINE

-&00-242-55||
TOLL FREE

THE ARCHITECT/ENGINEER MAINTAINS NO RESPONSIBILITY FOR

THE GENERAL CONTRACTOR, SUBCONTRACTORS, OR THOSE WORKING
IN SUCH CAPACITIES, FOR THE METHODS USED, OR LACK THEREOF,

IN THE EXECUTION OF THE WORK AND SAFETY PROCEDURES AND
PRECAUTIONS TAKEN AT THE PROJECT SITE.

CONTRACTORS SHALL ASSUME FULL RESPONSIBILITY - UNRELIEVED
BY REVIEW OF SHOP DRAWINGS NOR BY SUPERVISION OR PERIODIC
OBSERVATION OF CONSTRUCTION FOR COMPLIANCE WITH THE
CONTRACT DOCUMENTS - FOR DIMENSIONS TO BE CONFIRMED AND
CORRELATED ON THE JOB SITE AND BETWEEN INDIVIDUAL DRAWINGS
OR SETS OF DRANINGS; FOR FABRICATION PROCESSES AND
CONSTRUCTION TECHNIQUES (INCLUDING EXCAVYATION, SHORING AND
SCAFFOLDING, BRACING, ERECTION, FORMWORK, ETC.); FOR
COORDINATION OF THE VARIOUS TRADES; FOR SAFE CONDITIONS
ON THE OB SITE; AND FOR THE PROTECTION OF THE PEOPLE AND
PROPERTY AT THE JOB SITE.

YARIATIONS IN FIELD CONDITIONS RELATIVE TO THE CONTRACT
DOCUMENTS SHALL BE REPORTED TO THE ENGINEER. WORK SHALL
NOT PROERESS UNTIL WRITTEN PERMISSION FROM THE ENGINEER

IS OBTAINED.

THE INFORMATION CONTAINED ON THE DRAWINES 1S IN ITSELF
INCOMPLETE, AND VOID UNLESS USED IN CONJUNCTION WITH ALL

THE SPECIFICATIONS, TRADE PRACTICES, OR APPLICABLE STANDARDS,
CODES, ETC., INCORPORATED THEREIN BY REFERENCE, OF WHICH

THE CONTRACTOR CERTIFIES KNOWLEDGE BY SIGNING THE CONTRACT.

ARCHITECT/ENGINEER'S REVIEW OF DRAWINGS PREPARED BY THE
CONTRACTORS, SUPPLIERS, ETC. ARE ONLY FOR CONFORMANCE WITH
THE DESIGN CONCEPT. CONSTRUCTION SHALL NOT START WITHOUT
SAID REVIEW, AND ONLY SHOP DRANWINGS STAMPED BY THE
ARCHITECT/ENGINEER WILL BE ALLOWED AT THE JOB SITE.

DRANINGS ARE NOT TO BE USED FOR SHOP DETAILING OR FOR
CONSTRUCTION UNLESS SPECIFICALLY STAMPED BY THE ARCHITECT/
ENGINEER ON THE DRAWINGS "FOR DETAILING" OR "FOR
CONSTRUCTION".  THESE DRAWINGS ARE NOT TO BE REPRODUCED
FOR THE PURPOSE OF USING THEM AS SHOP DRAWINGS.

UNLESS NOTED OTHERWISE, ALL DETAILS, SECTIONS, AND NOTES
ON THE DRAWINGS ARE INTENDED TO BE TYPICAL FOR SIMILAR
SITUATIONS ELSEWHERE.

ALL DIMENSIONS ON STRUCTURAL DRAWINGS ARE TO BE CHECKED BY
THE CONTRACTOR AGAINST ARCHITECTURAL, MECHANICAL, AND
ELECTRICAL DRANWINGS. CONTRACTOR SHALL BE FULLY RESPONSIBLE
FOR CONFIRMING AND CORRELATING ALL DIMENSIONS ON THE JOB SITE
AND BETWEEN INDIVIDUAL DRAWINGS AND TRADES.

SEE ARCHITECTURAL, MECHANICAL AND ELECTRICAL DRAWINGS FOR
ADDITIONAL OPENINGS, SLEEVES, EQUIPMENT PADS, DEPRESSIONS,
CURBS, FLOOR FINISHES, INSERTS, AND OTHER EMBEDDED |TEMS.

UNLESS OTHERWISE SHOWN OR NOTED, THE GENERAL CONTRACTOR
SHALL BE RESPONSIBLE FOR COORDINATING THE LOCATION AND
THE PLACEMENT OF ANY INSERTS, HANGARS, PIPE SLEEVES, HOLES
OR ANCHOR BOLTS THAT ARE REQUIRED BY THE MECHANICAL OR
ELECTRICAL EQUIPMENT.

THE CONTRACTOR SHALL COMPLY WITH THE LATEST OCCUPATIONAL
SAFETY HEALTH ACT REQUIREMENTS.

ALL CONSTRUCTION SHALL BE PERFORMED IN STRICT CONFORMANCE
WITH ALL APPLICABLE STATE AND LOCAL BUILDING CODES.
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CONNECTION

NAILING
(USE COMMON NAILS)

JOIST TO SILL OR GIRDER, TOE NAL
BRIDGING TO JOIST, TOENAIL EACH END
LEDEER STRIP
Ix6 SUBFLOOR OR LESS TO EACH JOIST, FACE NAIL.............
OVER Ix6 SUBFLOOR TO EACH JOIST, FACE NAlL..ienncn.
2" SUBFLOOR TO JOIST OR GIRDER, BLIND AND FACE NAIL
SOLE PLATE TO JOIST OR BLOCKING, FACE NAIL....ecciann.
TOP PLATE TO STUD, END NAl

STUD TO SOLE PLATE, TOE NAll
DOUBLE STUDS, FACE NAl
DOUBLE TOP PLATES, FACE NAll
TOP PLATES, LAP AND INTERSECTIONS, FACE NAIL......oee.
CONTINUOUS HEADER, TWO PIECES
CEILING JOISTS TO PLATE, TOE NAIL
CONTINUOUS HEADER TO STUD, TOE NAl
CEILING JOISTS, LAPS OVER PARTITIONS, FACE NAIL.............
CEILING JOISTS TO PARALLEL RAFTERS, FACE NAIL..........
RAFTER TO PLATE, TOE NAl
I" BRACE TO EACH STUD AND PLATE, FACE NAIL....vrnics
Ix& SHEATHING OR LESS TO EACH BEARING, FACE NAIL.......
OVER |x& SHEATHING TO EACH BEARING, FACE NAIL............
BUILT-UP CORNER STUDS
BUILT-UP GIRDERS AND BEAMS

3-&d

2-&d

3-led @ EACH JolIsT
2-&d

3-&d

2-l6d

led @ 16" o/C

2-l6d

4-&d

led @ 24" O/C

led @ 16" o/C

2-lod

led @ 16" O/C ALONG EA. SIDE
3-&d

4-8d

3-led

3-led

3-&d

2-&d

2-&d

3-ed

lod @ 24" o/c

20d @ 32"o/c ALONG EA. SIDE

M S

EXTEND ROOF SHEATHING
SOLID BELOW RIDEGE VENT FOR
DISTANCE OF 24" EACH SIDE
OF DRAFTSTOPPING AND FIRE
RATED WALLS

SHINGLES NAILED OVER RIDGE
VENT IN ACCORDANCE WITH
MANUFACTURER'S INSTRUCTIONS

FILTERVENT RIDGE FILTER
SHINGLEVENT'

<=<— SHINGLES OVER ROOFING FELT

PER SPECIFICATIONS

TRUSS TAILS OR RAFTERS
MINIMUM 2" AIR SPACE

: HORIZONTAL SIDING
1 J CHANNEL

TOP ASPHALT SHINGLE
STEP FLASHING

d /— R-19 BATT INSULATION

1 ——— ASPHALT SHINGLE
4 MIL VAPOR BARRIER
-

M)

At

”

[le— 172" DRYWALL

B

] EXTERIOR SHEATHING
]  —— ROOF TRUSS

FLASHING DETAIL

TYVEK OR BUILDING PAPER
/_ OVER FLASHING

T

|

HORIZONTAL SIDING

2x6 STUD

TRIM

GARAGE DOOR
MOUNTING TRACK

Ix WOOD TRIM
GARAGE DOOR

(2) 4 1/2" LVL HEADER ABOVE
16' OHD 2x12 HEADER W/3"
PLYWOOD SEPARATOR at
4'-0" OHD)

2x ABOVE FOR MOUNTING
GARAGE DOOR OPENER

QA

26" CLEAR MIN. & /

|5ll

WOOD TRUSSES 24" O.C. /
P
y il

ATTIC SCUTTLE

1/2" PLYWOOD INSULATION
BAFFLE COMPLETELY
AROUND ACCESS OPENING

BLOWN IN INSULATION
TO R-50

2 LAYERS 2" RIGID
INSULATION GLUED TO /2"
PLYWOOD BACKING

| LAYERS 5/6" TYPE "X"
DRYWALL PANEL

WOOD TRIM PAINT TO
MATCH CL&

MINIMUM RECOMMENDED NAILING SCHEDULE RIDGE VENT GARAGE DR DETAIL SCUTTLE SIZE TO BE
=7 & = == 5 pas 20"x30" CLEAR OPENING
/2" = 10 SCALE: I-1/2"=]'-0" SCALE: I-I/2"=I'-0" SCALE: |'=['-O"
CONT. RIDGE VENT - STOP MIN.
o 12" BEFORE PARTY WALL. ——
—— ASPHALT SHINGLES OVER - 7 7 7 _|
30# FELT ON
$'min ROOF SHEATHING w/ H-CLIPS =
P 2" 0SB ON ONE SIDE OF — i | ASPHALT SHINGLES OVER
. — TRUSS _ - - o L o L L o L o L — 30# FELT ON
T ‘7 / 3" ROOF SHEATHING
P MFg. WOOD TRUSSES @ 24" OC. i —_—
WOOD TRUSSES AT 24" O.C.
2X8 ALUM CLAD FASCIA
VENTED ALUMINUM SOFFIT
WOOD [TRUSSES AT 241 0.C.
FIRESTOP sOLID Bllock
| E % ; ) LP SMARTSIDE or EQUAL
\ R-50 D
EL. 09| I/8" ¥ EL. 109'-| I/&" ANANAAA XN XA A XA EL. lod-| I/8"
TRUSS BEARING —5/& or _w 5/; or % D TRUSS BEAR — — ~ — = — ] GARAGE TRUSS BEARING
1] 1 1 D On |O" 1] 1 1 D On / \
4 MIL. VAPOR BARRIER L 4 MIL. VAPOR BARRIER 5/8" DRYWALL ON ] Hf CEILING
12 4 MIL. VAPOR BARRIER UL* P522 ~
5/8" DRYWALL ON /
TRUSS CLIP @
4 MIL. VAPOR BARRIER =
EVERY TRUSS GARAGE DOOR \ =
N%
| HR BARRIER WALL TRACK \
UL* U325 Vi
(1) LAYER 5/8" F.C. DRYWALL
NOTE: ADD () LAYER OF 5/8"—— 2x4 STUDS @ 16" O.C.
F.C. DRYWALL TO EACH SIDE R-13 SOUND BATT INSULATION
OF WALL W/ 'GREEN GLUE by (1) LAYER 5/&" "DENS GLASS"
_ | SAINT-GOBAIN' NOISEPROOFING et STUDS © 16" O ) | HR BARRIER WALL S~ GARAGE WALL:
B INSTALLED per MANUF. 215 SOND BATT INSULATION B UL* U3@bs HORIZ. SIDING/CULTURED STONE
v 5/8" F.C. DRYWALL T (1) LAYER 5/8" F.C. DRYWALL 30 BUILDING NRAP
2x6 STUDS @ 16" OC. i 1" SHEATHING
UNIT UNIT UNIT R-2| BATT INSULATION GARAGE 0 2x4 WOOD STUDS @ 16" O.C.
() LAYER 5/8" F.C. DRYWALL = R-I13 BATT INSULATION
SEE PLAN \ 5" GYPSUM BOARD
F& FIRESTOP ~
I-1/2" TIMBERSTRAND SKIRT
5 1/2" BATT INSUL
3/4" T¢& PLYWOOD - GLUE & SCREW 2x& PT. WD. PLATE W/
. . /2" DIA. 6" TITEN HD. BOLT 4" CONCRETE SLAB .
EL. 190 -0 EL. 100 -0 (ZINC COATED) @ 6'-0" OC. W 6X6 - 10/10 WAM ON EL. 100-0
FIN. FLOOR FIN. FLOOR ’ FIN. FLOOR
e TION e 'OFT] 4" GRAVEL BASE
¥ 14" TJl @ Jp" OC. ¥ 14" TJl @ 16" O.C. PITCH TO DOOR
EL. d8'-1 3/4" EL. d8'-1 3/4" I EL. 4&'-1 3/4"
T.O. WALL 1" 6YPSUM BOARD 4" 6YPSUM BOARD T.O. WALL . . AT - —— o . TO. WALL
EL. 971l 3/4" : - T : - T tta e e . GRADE
. CONTINUOUS 2x& SILL ¢ SILL SEAL $ : < ¢ TWW’W—
. W/ 1/2" & ANCHOR BOLT @ 48" OC. TO. LEDGE : {; EL. d7'-1 3/4"
( Min. 94" IMBED ) R TO. WALL
p L - 5
. . T
| | o' CONCRETE FONDATION WALL / .
&t #
i “ :/_ O?. 5@':5 HORZ. T¢B i POURED CONCRETE -
- ) I FOUNDATION WALL w/ REINF.
! ‘ ! POURED CONCRETE 2 | "
0 . 0 < EL. 94'-1 3/4
. =~ —— 2x4 WOOD STUD WALL @ 24" O.C. . = FOUNDATION WALL W/ REINF. p - {; T0. FOOTING
S - S SEE FOUNDATION PLAN S
5 . A 1" 6YPSUM BOARD A nll 2
- & 2" (R=10) FOUNDATION INSULATION
CONC.. FOOTING
. OVER UNDISTURBED SOIL
SEE FOUNDATION PLAN
/2" EXP JOINT
al . 3" CONCRETE 9LAB w/ FIBER MESH
) 31 CONCRETE FLOOR OVER W/ 6 MIll.. VAPOR BARRIER ON MIN. 4"
. 6 Mil POLY VAPOR BARRIER COMPACTED GRAVEL FILL
EL. 8410 3/4" ],
BASEMENT SLAB .
] "If A EL. 8910 3/4"
1 " =W ) z e g 1 " =% =T
EL. 894'-1 3/4 - . - . < EL. &9'-1 3/4 ‘ BASEMENT SLAB
T.0. FOOTING T.0. FOOTING

ﬂﬂﬂﬂﬂﬂﬂﬂﬂﬂﬂﬂ 4" min. COMPACTED GRAVEL BASE

\— 20" x &" CONT. CONCRETE FOOTING

W/ #5 DOWEL (12" x 20") @ 12" 0.C. or KEYWAY

PARTTWALL

2 VOECTION 2 f

/2" = -0"

CONT KEYWAY or #5 DOWELS AT 48"

CONC. FOOTING
OVER UNDISTURBED SOIL
SEE FOUNDATION PLAN

| LGARAGE SECTION

/2" = -0"
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ASPHALT SHINGLES OVER
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